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RonB
Operations comment
1.Please provide detail in drawings of existing water meter projected use during demolition, construction and the final disposition.2.If existing water meter is to be used for service to new building, Developer must upgrade the installation, including meter, to current standards, at Developer’s expense.3.Provide and show detail of irrigation meter and backflow protection device.4.Proposed irrigation meter shall have its own tap to water main.5.Provide details, pipe and fitting descriptions and callouts for all meters and connections to the City potable water supply.

RonB
Operations comment
6.Backflow protection is required (RPBA) on the domestic water supply, installed immediately behind the water meter or first-wall penetration. Show detail on construction drawings. Provide Standard Detail W-18 in Construction Drawings.7.Backflow protection is required (DCDA or DCVA and separate water meter) on automatic fire suppression system. All connections to City water must be metered. Provide Standard Detail W-14 or details W-10 and W-16 (depending on size of fire service) in Construction Drawings.8.Backflow protection is required (RPBA, DCVA) within building at specific pieces of equipment connected to the domestic water supply. Provide applicable Standard Details in Construction Drawings. Include this comment on Mechanical Drawings. Also see next comment.9.Drinking Water Quality (Backflow) inspections are required and necessary, at least at Rough-In and Final inspections. Use MyPermit.com to schedule inspections. Failure to call for Rough-In inspection(s) will delay Certificate of Occupancy. Include this comment on Mechanical Drawings. Provide all applicable Standard Details in Construction Drawings.10.Backflow device installation is permit-required. One permit may have multiple devices. Permits available over-the-counter at Permit Center. Backflow permits are separate permits, separate from all other permits. Include this comment on Mechanical Drawings.11.“Flow-through” fire suppression system may be installed but with restrictions. If installing such a system, design review is required by PWO Drinking Water Quality Section, in addition to any other agency reviews.12.Provide Mechanical Drawings for review.

RonB
Operations comment
Provide details for proposed control structure and treatment vaults.

RonB
Operations comment
Show existing public storm system.  New landscape strip shall not have trees planted on or within 5' of public storm system.
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ON A 24"x36" SHEET

INSTALL SALAL OUT TO

EDGE OF  REMOVED

PARKING LOT
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